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TS8000 HMI Cable Diagrams

RS-232 To 590+, 631, 637F, 650v, 690+, 890, Link ( CM471054 )
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Terminal Block
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RS-485 (2-Wire) To 6053/6055 Techbox

RS-485 (4-Wire) To 6053/6055 Techbox
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RS-485 (4-Wire) To 6053/6055 Techbox (Multidrop)
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Note: Signals with ‘*’ are not used in the 2-Wire implementaion
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RS-485 (4-Wire) To 635, 637 Servo
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RS-485 (4-Wire) To 635, 637 Servo (Multidrop)
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